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DRAFT - HUMAN REVIEW REQUIRED
This draft presents quoted text anchors for review. It does not establish that any finding is accurate.

FINDING 1

The specification requires a 480V, 3-phase distribution switchboard for service distribution, but the submitted cut sheet
specifies a 208V nominal system.

Severity: UNCLASSIFIED
Severity reason: severity endpoint not deployed outside demo windows
Specification quote - page 3
"Provide a 480V, 3-phase distribution switchboard for service distribution."

Submitted document quote - page 1
"Nominal system: 208V, 3-phase, 4-wire."

CHAIN-OF-CUSTODY METADATA

Specification document SHA-256: 88988353d0332a32c3dcdf47225e150814a92277beb920cdfc919de9d3dfe568

Submitted document SHA-256: 8c3109b8ef690dd2c51de6fa3efacedcdbc6da6df582c138c504f82b2155a385

These hashes identify the source byte streams used for this run. They do not prove accuracy.
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